










































 





















 















 

















 


















































 








 



 





























































































































6. ACCESS PANELS TO BE PAINTED TO MATCH
ADJACENT CEILING FINISH U.O.N.

8. TYPICAL HOSPITAL CEILINGS TO BE 9'-4" A.F.F., U.O.N.

7. CEILING GRID ALIGNMENT TO BE REVIEWED BY
RESIDENT ENGINEER

2. REFER TO ELECTRICAL DRAWINGS, FOR ELECTRICAL
GENERAL NOTES AND LIGHTING DETAILS.

4 REFER TO SHEET A12 & A13 FOR TYP. CEILING DETAILS.

1. COMMUNICATION DEVICES AND CEILING MOUNTED
EQUIPMENT TO BE CENTERED IN CEILING TILE ,U.O.N.

3. CEILING GRIDS TO BE INSTALLED EXACTLY AT THE
LOCATION OF CEILING GRID REMOVED, U.O.N.

TYPICAL NOTES

5. REFER TO SHEET A12 FOR FINISH SCHEDULE







































 


